14th Floor, Centre Tower
3300 Bloor Strset West
Toronta, Ontario

Canada MaxX 2X4

Telo 415.734.3300

Fax: 4182311626

Tofl Free: 1.877.682.8772

WWW.I553.010

March 02, 20186

JOHN FRIEDRICHS :
CONTROLS CORPORATION OF AMERICA
1501 HARPERS RD

VIRGINIA BEACH VA 23454

us

Service Request Type.: BPV-National CSA

Service Request No.: 1762996

Your Reference No.: CONCOA SYSTEMS

Registered to.. CONTROLS CORPORATION OF AMERICA

Dear JOHN FRIEDRICHS,

Please find enclosed the original response from QC,SK, registered under the CRN No.: CSA-0H17950.56.

As all jurisdictional fees are handled by the Technical Standards and Safety Authority (TSSA), you do not pay any
jurisdictions directly. '

Should you have any questions or require further assistance, | will be happy to assist you.

For general enquiries, please contact a Customer Service Advisor at 1.877.682. TSSA (8772) or e-mall
customerservices@tssa.org. When contacting TSSA regarding this file, piease refer to the Service Request
number provided above.

Yours truly,

Tanya Francis

Administrative Assistant_ BPV Engineering
Tel. 1 416-734-3423

Fax:416-231-6183

Email tirancis@tssa.org

Putting Public Safety First ¢




Show tacsimile of manufacturer's logo or trademark, as it will
appear o the fittihg, In the space helow

ONCOA

TECHNICAL STANDARDS &
SAFETY AUTHORITY

14th Floor, Centre Tower
3300 Bloor Streef West

EZT:JL; ?,,gi?r;‘; . ‘ PRECISION GAS CONTROLS |
. www.CONCOA com
STATUTORY DECLARATION

Registration of Fittings

j, John Friedrichs - Supervisor of Design Engineering
r
(Name and Posttion, a.g. President, Plant Manager, Chief Engineer)

of Contrals Corporation of America

(Name of Manufacturer)

Located at 1501 Harpers Road, Virginia Beach, VA 23454 757-422-8330 757-422-3125
{Flant Address) (Telephone No,) (Fax No.)

I:] do solemnly declare that the fittings isted hereunder, which are subject to the Technical Standards and Safety Act, Boilers
and Pressure Vessels Regulation, comply with all of the requirements of

(Title of recognized North American Standard)
which specifies the dimensions, materials of construction, pressure/iemperature ratings, identification marking the fittings and service;

or are not covered by ihe provisions of a recognized North American standard and are thersfore manufactured to comply with
4x max inlet burst test as supported by the attached data which idenfifies the dimensions, material of construction,
pressureftemperature rafings and the basis for such ratings, the marking of the fitting for identification and sarvics.

FHurther dectare that the manufacture of these fittings is controlied by a quality system meeting the reguirerents of S0 9001
which has been verified by the following authority, Intertek Services Corporation )
The iterns covered by this declaration, for which | seek registration, are category B type fitings. In support of

this application, the following information and/or fest data are attached as follows:
Drawings and burst test data attached

{drawings, caloufations, test reports, stc.)

Declared before me at \fm%mm e o inthe __STR% of il o
¥ ]

i s
the __ 26™  dayof _ M i AD 2045
{

Commissioner for Oaths:

H Lokl i\ﬁg’u ot

-~ o
{Printed name) A 7 Py
%ﬁ?jﬁwﬂ {/ | ,"! ‘_/ . /
(Sgnature) & foim s 24 Sef Bday zeD i/ (Signature of Declarsr)

FOR QFFICE USE ONLY
To the best of my knowledge and belief, the application meets the requirements of the
Yechnical Standards and Safefy Act, Bollers and Pressure Vessels Re{c';’ut!aﬁon, and
CSA Standard B51 and is accepted for registration in Category

CRN: CSA-CHITGS0 .
L . PARNES

Registered by:

DECEURER . 23 .20/5

Dated:

NOTE: This registration expires on: SepP - U2

PV 02533 (11/12)




Type Hscope

Scope*

619 Series

B77 Series

522/523 Series

538/538/640/642
Series

* Scope includes
other products
utilizing identical
designs for high
pressure and low
pressure cavities
{to include
femperature
ratings, pressure
ratings and all
_ other functional

apsects).
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